
APARTAMENT
S=47m²

V=120m³

DORMITOR
S=12,18m²
V=31,05m³

CAM. DE ZI
S=15,80m²
V=40,29m³

BUCATARIE
S=6,80m²
V=17,35m³

BAIE
S=3,07m²
V=7,84m³

BALCON
S=4,27m²
V=10,90m³

PUTEREA TERMICA
Pt=45xV (W)

DORMITOR
P≈1400W

CAM. DE ZI
P≈1800W

BUCATARIE
P≈780W

BAIE
P≈350W

BALCON
P≈490W

CALORIFER
TIP 22-1600x600

Pt(55-45/20)=1400W
Pt(90-70/20)=3488W

CALORIFER
TIP 22-2000x600

Pt(55-45/20)=1750W
Pt(90-70/20)=4360W

CALORIFER
TIP 22-900x600

Pt(55-45/20)=788W
Pt(90-70/20)=1962W

CALORIFER
TIP 22-400x600

Pt(55-45/20)=350W
Pt(90-70/20)=872W

CALORIFER
TIP 22-600x600

Pt(55-45/20)=525W
Pt(90-70/20)=1308W

PUTEREA TERMICA
P(90-70/20)=11990W

CENTRALA TERMICA
24KW

CENTRALA
TERMICA

FUNCTIONARE

REGIM FUNCTIONARE
90-70/20

C.T. FUNCTIONARE C.T. STATIONARE RANDAMENT C.T.

REGIM FUNCTIONARE
75-65/20

C.T. FUNCTIONARE C.T. STATIONARE RANDAMENT C.T.

REGIM FUNCTIONARE
65-55/20

C.T. FUNCTIONARE C.T. STATIONARE RANDAMENT C.T.

REGIM FUNCTIONARE
55-45/20

C.T. FUNCTIONARE C.T. STATIONARE RANDAMENT C.T.


